[bookmark: _GoBack]ATTENTION: All Bidders and Plan holders
Request for Proposal Addendum #1
TIB LOW ENERGY LIGHTING IMPLEMENTATION PROJECT
City of Benton City, Washington
TIB PROJECT NO. S-E-922 (001)-1
Dated November 2013

The “Specification for LED Roadway Luminaires” is amended as follows:

GENERAL PROVISIONS
1. Section 1.4.E.1.a. –  Replace “100,000” with “50,000”

2. Appendix A, Option 1: Local Streets – One Side, HARDWARE PERFORMANCE CRITERIA, LLD – Replace “Lamp Lumen Depreciation per TM-21 @ 100,000 hrs. and 25°C Ambient (Min. Lumen Maintenance)” with “Replace “Lamp Lumen Depreciation per TM-21 @ 50,000 hrs. and 25°C Ambient (Min. Lumen Maintenance)”

3. Appendix A, Option 2: Local Streets – One Side, HARDWARE PERFORMANCE CRITERIA, LLD – Replace “Lamp Lumen Depreciation per TM-21 @ 100,000 hrs. and 25°C Ambient (Min. Lumen Maintenance)” with “Replace “Lamp Lumen Depreciation per TM-21 @ 50,000 hrs. and 25°C Ambient (Min. Lumen Maintenance)”

4. Appendix A, Option 3: Local Streets – Staggered, HARDWARE PERFORMANCE CRITERIA, LLD – Replace “Lamp Lumen Depreciation per TM-21 @ 100,000 hrs. and 25°C Ambient (Min. Lumen Maintenance)” with “Replace “Lamp Lumen Depreciation per TM-21 @ 50,000 hrs. and 25°C Ambient (Min. Lumen Maintenance)”

5. Appendix A, Option 4: Collector Streets – One Side, HARDWARE PERFORMANCE CRITERIA, LLD – Replace “Lamp Lumen Depreciation per TM-21 @ 100,000 hrs. and 25°C Ambient (Min. Lumen Maintenance)” with “Replace “Lamp Lumen Depreciation per TM-21 @ 50,000 hrs. and 25°C Ambient (Min. Lumen Maintenance)”

6. Appendix A, Option 5: WSDOT Collector – One Side, HARDWARE PERFORMANCE CRITERIA, LLD – Replace “Lamp Lumen Depreciation per TM-21 @ 50,000 hrs. and 25°C Ambient (Min. Lumen Maintenance)” with “Replace “Lamp Lumen Depreciation per TM-21 @ 100,000 hrs. and 25°C Ambient (Min. Lumen Maintenance)”
